The irregularity and randomness of distributed energy sources' (DERs) output power characteristic usually brings difficulties for grid analysis. In order to reliably and deterministically evaluate intermittent distributed generation's active power output, a credible capacity index for active distribution network (ADN) is proposed. According to the definition, it is a certain interval that the stochastic active power output of DERs may fall in with larger probability in all kinds of possible dynamic and time varying operation scenarios. Based on the description and analysis on the time varying scenarios, multiple scenarios considered dynamic power flow method for and are proposed. The method to calculate and evaluate credible capacity based on dynamic power flow (DPF) result is illustrated. A study case of an active distribution network with DERs integrated and containing 32 nodes is selected; multiple operation scenarios with various fractal dimension are established and used. Results of calculated credible capacity based on several groups of scenarios have been analyzed, giving the variance analysis of groups of credible capacity values. A deterministic value with the maximum occurrence probability representing credible capacity is given. Based on the same network case, an application of credible capacity to grid extension planning is given, which contributes to expenditure and cost reduction. The effectiveness and significance of the proposed credible capacity and solution method have been demonstrated and verified.
Introduction
As the best substitution of fossil fuels, a fast growth of renewable energy to supply the global energy demand has been developed worldwide in the past decades. Impacts of renewable energy based distributed generation (DG) on the electric power grid appear to be obvious with its massive application of integration [1, 2] . A great number of studies considering this issue are emerging, which manage to analyze the impact quantitatively [2, 3] , statistically figure out the irregularity of intermittency and fluctuations, and predict and estimate future output in various ways [4, 5] . Current literature can also be found investigating other domains such as grid planning [6] [7] [8] [9] , operation analysis, and optimization control considering the uncertainties of DG [10] [11] [12] [13] [14] [15] [16] . A power supply and storage capacity for operation optimization is proposed and studied [17] . Basically, these existing questions have much to do with the unique output power characteristics of DG that tell it apart from other conventional power resources.
Descriptions, analysis of the characteristics of DG's output power and modeling lay a foundation for further research. Thus, this becomes one of the most important and fundamental tasks that need to be profoundly studied.
Statistics and probability methods are the most commonly adopted tools to evaluate and assess the fluctuations and variations of DG's output power, which usually necessitates large quantities of analysis based on long term historical data and even meteorological information records. Wind power resources and measurement data of nearly half a century in some European countries were collected and summarized for technical characteristic analysis to come up with future development suggestions [18, 19] . Reference [20] systematically classified a group of statistical indexes of wind power, and built a wind power characteristic evaluation index system. It includes variation rate of wind output power, randomness indexes and several operational indexes. It also analyzed the application of indexes in different spatial and temporal scales with considerations of integration problems. Reference [21] defined and specified fluctuation rates of all integrated DG's output power, which is subjected to the selected time interval and correlations of power resources. Besides, based on a large number of field measurements, a t location-scale distribution approach is proposed and verified suitable to identify the probability distribution of wind power variations in minutes' level [22] . Reference [23] proposed a recurrence plot and the recurrence rate based on phase space reconstruction to qualitatively and quantitatively depict the volatility. It can be used to analyze the relationship between the volatility of a wind power sequence and prediction errors. However, existing statistical indexes and developed probability models are still far from adequate for use [24] .
As for operation analysis with characteristics of DG's output power, multiple types of stochastic variables distribution and fuzzy functions are widely used in power flow calculation [25] [26] [27] [28] . Based on power flow results, key technical indexes such as voltage distribution, probability of limitation violations, power losses, and system reliability can be achieved. However, this greatly depends on the accuracy of the probability or stochastic variable model, which describes the output power characteristics. It is always a difficult task to eliminate errors comparing with real measurement data. On the other hand, deterministic power flow methods considering dynamic and stochastic variations in continuous time period have also been studied. These studies are commonly seen in optimal power flow, which achieved a comprehensive optimal goal under various dynamic scenarios with the constraints of grid and controllable devices limitations. In multiple dynamic operation scenarios with wind power and energy storage integrated, reference [29] proposed an objective function aiming at maximizing equivalent export power and benefit of distribution grid, which obtained an optimal power flow distribution covering multiple time periods. Reference [30] proposed an optimal schedule aiming at minimizing the total operational costs and emissions while considering the intermittency.
Distribution network planning issue considering the uncertainties of distribution generations usually pertains to the description and modeling of uncertainties and stochasticity of intermittent energy resource. Reference [31] established stochastic wind speed and load model, incorporating the model in the proposed multi-configuration multi-scenario market-based optimal power flow, to achieve satisfied active distribution networks planning solution. Based on a large amount of historical data analysis, stochastic output is abstracted into multiple scenarios with their probability of occurrence, and then substituted it into multi-objective planning model [32, 33] . Reference [34] put forward a dynamic fuzzy interactive approach for expansion planning in a long term period.
It is undeniable that the extreme irregularity of the output of intermittent power resource usually makes it difficult to predict and estimate with a high precision. Obviously, there is little possibility to explore and establish a perfect math model. Therefore, these reported methods are by far still incapable of precisely defining the intrinsic attribute of DG's intermittency, and solve related problems in operation analysis and grid planning domain.
A concept of credible capacity of intermittent energy resources came into academia's view in recent years. Reference [35] explained the physical meaning which refers to the conventional generation units' capacity that can be replaced by wind power under the same system reliability level in bulk Energies 2017, 10, 1104 3 of 24 power systems. This is a deterministic value that represents stochastic energy resource's power support and reliability impact on the system. Therefore, this concept and its application make it more feasible for grid analysis and optimal decision making, when incorporating irregularities and fluctuations. Multiple numerical methods to calculate the index were investigated and explored. According to the literature, there are several ways to adopt the Monte-Carlo simulation, sequence operation theory and stochastic production simulation to calculate the index with different computation efficiency [36] [37] [38] [39] . Related research on capacity credit assessment of a hybrid generation system composed of wind farm, energy storage system and photovoltaic system has been given, which analyzed complementary benefits [40] . These studies are all based on statistical analysis of wind power's historic data and feature abstraction. The calculation of credible capacity can thus be enabled, which can crucially contribute to better analyze and solve the problems mentioned above.
In this work, a novel credible capacity index is defined and proposed to reliably estimate and evaluate the actual active power output of all distributed energy resources (DER), which is introduced in Section 2. Indicators reflecting the variations of intermittent energy resources are established to describe and analyze time-varying operation scenarios. According to state combinations of indicators and the corresponding meaning it reveals, output model of controllable devices is proposed to balance power disturbances, which is discussed in Section 3. Based on the description of dynamic and time-varying scenario, a multi-scenario considered dynamic power flow method is introduced for the calculation of credible capacity, which is addressed in Section 4. Groups of credible capacity values are evaluated based on several actual dynamic operation scenarios and case network in Section 5. Moreover, the feasibility is demonstrated and verified.
Definition of Credible Capacity and Its Physical Meaning
For operation analysis issue of power grid integrating DERs, the proposal of credible capacity and its application in current research makes it easier to deterministically and quantitatively describe intermittent power resource's unpredictable randomness to bring much convenience to further analysis research. On the other hand, irregular and non-differentiable complicated geometry graphics remain self-similar in the same scale-free interval, according to fractal theory [41, 42] . It means that the fluctuations of intermittent energy resources can also be quantitatively analyzed. Fractal theory based applications in electric power system are mainly seen in stochastic load sequence modeling and forecasting [43] [44] [45] . Thus, for active distribution network, in which the uncertainty and stochasticity are much more prominent, further investigation should be made.
In this work, dynamic operation scenario refers to stochastic output of intermittent power resources under steady state. The power injection variations lead to operation scenario variations. A novel credible capacity index mainly for ADN is proposed, which differs from concept and definition to former research. From physical perspective, credible capacity is a deterministic value or a certain interval reflecting the active power output of all DERs including controllable and intermittent power resources in a coordinated way of operation. Therefore, the value of credible capacity is determined by multiple operation scenarios, and is also substantially subjected to the electric parameters of DERs and network, regardless of the extreme irregularity and stochasticity.
The definition of credible capacity is given below. Numerically, this index refers to a particular value that the output of all DERs including intermittent power resource may regularly fluctuate around. More accurately, it is a certain interval of deterministic value that the stochastic active power output of DERs may fall in with a required probability level. As shown in Equation (1), β represents the required probability of the interval which the credible capacity value P C is in P C means the set of credible capacity's value derived from power flow results of multiple dynamic operation scenarios. Symbol inf and sup are the lower and upper limits of the set P C . f (•) is the probability density function of credible capacity value distributed in this interval in one-dimensional space.
The proposed credible capacity index can be considered as a reliable estimation according to long time scale of actual operations. That is, the ability and effect of a coordinated operation of controllable and intermittent power resources is embedded in this index, which is an intrinsic characteristic of active distribution network. Specifically, the proposed credible capacity of all DERs is derived from a network's overall view rather than only prediction techniques and analysis utilized for the intermittent distributed generations, which has rarely been clearly discussed before. Thus, it can also be used for grid analysis with more precisions.
Thus, according to the definition, expressions to calculate credible capacity are given below. In a distribution grid with multiple DERs integrated, assume that the network contains n nodes. It is obvious that Equation (2) holds at any time according to system's active power balancing equations.
In Equation (2), P
SL stands for active power injection of slack node at specified time section t. Except for slack node,
iL stand for the sum of active power output of all DERs and loads at specified time section t, respectively.
From a system's global view in real time operation combining multiple scenarios, the credible capacity P C of all DERs integrated can thus be derived and calculated according to the power flow results of a certain specified time period, which is shown below in Equation (3) .
Here, ∑ P iL means the sum of each load node's average load active power within a specified time process. Similarly, P loss is the average value of network active power loss, and P SL is the average value of power injection of slack node.
∑ P iL , the sum of each load node's average load active power within the specified time period of a certain scenario, can be calculated through Equation (4), as given below. The subscript x is used to distinguish between different load power levels at the same node. Thus, P ix means the x-th load power value in this time period at node i, and ∆t ix means the duration time of this load power level. Tp stands for the total time. n represents the total node number of the network.
The network's total active power loss P loss can be calculated according to Equation (5) in which U represents node voltage and θ is phase angle. U i stands for voltage amplitude at node i, n for the total node number of network, G ij for the conductance of branch line ij, θ ij for phase angle difference of node i and j.
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Surely, it is also time-varying. Thus, the average value of network active power loss P loss can be calculated through Equation (6) , as shown below. T represents the length of studied time period of selected operation scenario.
loss dt/T (6) P SL stands for the average value of power injection of the slack node in the studied time period of a certain scenario. The overall electric energy that the slack node injected into the grid is divided by the total time as shown in Equation (7).
Thus, credible capacity of all DERs in the network can be figured out by substituting Equations (4), (6) and (7) into Equation (3) .
The proposed credible capacity can be used to assess and evaluate the active power of intermittent DERs in ADN according to the above illustrated definition and explanation. However, in such stochastic and time-varying operation scenarios, how a credible capacity index can be calculated for better evaluation becomes a crucial problem. Although it can be directly calculated by statistical analysis on real time measuring data, more effective analytic tools rather than conventional methods should be adopted.
Dynamic power flow (DPF) method considering multiple dynamic scenarios, which is mainly used for tracking the grid's dynamic operation trajectory within a continuous time period, can better reflect the system's real time status compared to conventional methods when tackling with uncertainties and stochasticity. Thus, based on the description and analysis of time-varying operation scenarios, a novel dynamic power flow method considering multiple scenarios is proposed and adopted for the calculation and evaluation of credible capacity. Namely, based on the DPF results of several dynamic scenarios reflecting the variations of ADN in a specified continuous time period, key variables of Equations (4)-(7) can thus be statistically calculated. The value of credible capacity is valid to some extent representing its true value corresponding to each scenario. By using relevant numerical methods, such as statistics and interval distribution probability, to analyze groups of data derived from DPF results of different scenarios, it is feasible to evaluate the credible capacity's final value of all DERs including the intermittent power resources.
Analysis on the Time Varying Operation Scenario

Tracking Indicator and What it Reveals
The variations of the operation scenario should be described and reflected in an active distribution gird with wind turbine and energy storage system (ESS) integrated. Although it is difficult to predict the output due to the strong randomness and uncertainty, the application of techniques such as variable pitch angle control ensures that the active power output will not change sharply in very short time scales. Appropriate tracking indicator should be established.
Exponential Moving Average (EMA) index is widely used in stock market to indicate the variation trend of stochastic unpredictable stock prices. This statistical index is adopted in this work to reflect the mid-term trend of numerical changes and movements in wind power output. For any single wind power turbine, the definition of EMA indicator is shown below in Equation (8) .
Here, t means time stamp corresponding with values on EMA curves at this time. σ stands for smooth factor that varies from different time scales. It can be calculated through Equation (9) as given below. P 
The EMA indicator relatively smoothly reflects the fluctuations and changes of wind power in the period T. The value of T may have different options to study the changing trend of the object variable in different time scales, either long or short.
Define two EMA lines with the period of 10 s and 30 s, respectively. With such parameter configuration of time period T, the corresponding smooth factors are 0.1818 and 0.0645, which are calculated through Equation (9) . The assignment of T = 10 and T = 30 with the two smooth factors are appropriate to timely assess wind power variations, and reflect as many details as possible within the scope of analytic and computational capability of the proposed methodology. Thus, the difference DIF of the two EMA lines' values at the same time is shown below in Equation (10) .
Therefore, the value of DIF equals to the value of EMA line with period of 10 s minus that of 30 s. The positive and negative of the DIF value itself and the slope of its tangent form different state combinations, which reflect the variations of stochastic and intermittent wind power output, as shown in Figure 1 . The fluctuations and changes that cause transitions between different states are also indicated in Figure 1 .
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Define two EMA lines with the period of 10 s and 30 s, respectively. With such parameter configuration of time period T, the corresponding smooth factors are 0.1818 and 0.0645, which are calculated through Equation (9) . The assignment of T = 10 and T = 30 with the two smooth factors are appropriate to timely assess wind power variations, and reflect as many details as possible within the scope of analytic and computational capability of the proposed methodology. Thus, the difference DIF of the two EMA lines' values at the same time is shown below in Equation (10). 10 30
wind power output in an interval wind power is declining wind power output in an interval wind power output will decrease wind power output will increase wind power output is ascending When the value of DIF is greater than zero, if
holds, current wind power output is demonstrated to be in a monotone increasing trend or otherwise in an interval. When the value of DIF becomes smaller than zero, if
holds, it means the wind power output is currently in a monotone decreasing trend. Otherwise, it is in an interval if
These different combinations represent four major operation states between which transitions can happen, which will contribute to analyze the time varying operation scenario.
Besides, to improve the stability of wind power's output, ESS is also required to adjust its output flexibly and continuously changes according to the variations of wind power based on these indicators.
ESS Adjustment in Accordance with Stochastic Wind Power Output
Controllable ESS provides active power support for the network. Adjustments in accordance with intermittent power resource can contribute to a coordinated operation. Namely, the active power output of ESS is a continuous variable. It responds to wind power fluctuations and balances the disturbances by appropriate adjusting and control. A simple piecewise linear model is adopted, which is given below in Equation (11) .
Here, t means continuous time, P(t0) stands for the initial value and k for the slope of each line segment. PESS(t) represents the real time active power output of ESS. Numerically, positive stands for discharging and negative for charging. When the value of DIF is greater than zero, if dDIF(t)/dt > 0 holds, current wind power output is demonstrated to be in a monotone increasing trend or otherwise in an interval. When the value of DIF becomes smaller than zero, if dDIF(t)/dt > 0 holds, it means the wind power output is currently in a monotone decreasing trend. Otherwise, it is in an interval if dDIF(t)/dt > 0 holds. These different combinations represent four major operation states between which transitions can happen, which will contribute to analyze the time varying operation scenario.
Here, t means continuous time, P(t 0 ) stands for the initial value and k for the slope of each line segment. P ESS (t) represents the real time active power output of ESS. Numerically, positive stands for discharging and negative for charging. To avoid long distance transmission of power and reduce network losses, it is allowed to allocate disturbances of intermittent power resource to the ESS with the minimum electrical distance to stabilize power fluctuations. Generally, it is essential to obtain the grid's power flow and the data of wind power output at the initial moment, which is under a steady state. The piecewise linear model given in Equation (11) is determined by the following circumstances.
a.
If both the value of DIF and the slope of its tangent are positive, assign the negative value of the slope of the DIF tangent to the variable k in Equation (11) as the slope of a new line segment. ESS's initial value P(t 0 ) of this new line segment equals to the difference of wind power's output before the state of tracking indicators changes and current output active power. b.
If both the value of DIF and the slope of its tangent are negative, assign the absolute value of the slope of the DIF tangent to the variable k in Equation (11) as the slope of a new line segment. ESS's initial value P(t 0 ) equals to the difference of wind power's output before the state of tracking indicators changes and current output active power. c.
If the value of the product of DIF multiplied by the slope of its tangent is negative, ESS's output remains constant and identical to its output before the value of DIF or the slope of its tangent changes.
That is the strategy of how ESS reacts to the variations of unpredictable stochastic power resources. Therefore, ESS devices have different outputs corresponding to each state, as shown in Figure 1 . If any transition occurs between the four states, ESS's output changes immediately. Figure 2 illustrates this mechanism, in which a simple cosine function is chosen as an example to represent DIF curves. To avoid long distance transmission of power and reduce network losses, it is allowed to allocate disturbances of intermittent power resource to the ESS with the minimum electrical distance to stabilize power fluctuations. Generally, it is essential to obtain the grid's power flow and the data of wind power output at the initial moment, which is under a steady state. The piecewise linear model given in Equation (11) is determined by the following circumstances.
a. If both the value of DIF and the slope of its tangent are positive, assign the negative value of the slope of the DIF tangent to the variable k in Equation (11) as the slope of a new line segment. ESS's initial value P(t0) of this new line segment equals to the difference of wind power's output before the state of tracking indicators changes and current output active power. b. If both the value of DIF and the slope of its tangent are negative, assign the absolute value of the slope of the DIF tangent to the variable k in Equation (11) as the slope of a new line segment. ESS's initial value P(t0) equals to the difference of wind power's output before the state of tracking indicators changes and current output active power. c. If the value of the product of DIF multiplied by the slope of its tangent is negative, ESS's output remains constant and identical to its output before the value of DIF or the slope of its tangent changes.
That is the strategy of how ESS reacts to the variations of unpredictable stochastic power resources. Therefore, ESS devices have different outputs corresponding to each state, as shown in Figure 1 . If any transition occurs between the four states, ESS's output changes immediately. Figure  2 illustrates this mechanism, in which a simple cosine function is chosen as an example to represent DIF curves. It also has to meet constraints such as capacity, limitations of charging and discharging rates. Besides, the following inequality constraints must be satisfied at all times. R c and R d stand for charging and discharging rate. E iESS (t) is the remaining capacity of the ith ESS at specified time t.
In addition, the duration of the ESS maintaining a certain state is limited. If the capacity of ESS no longer supports its adjustment strategy according to current variations of tracking indicators, it should quit operation or adjust its output in the opposite direction. This piecewise linear model, which represents the continuous variations of scenarios and ESS's reaction to it, can thus be applied to dynamic power flow model considering multiple scenarios for further analysis.
Multi-Scenarios Considered Dynamic Power Flow and Its Solution to Calculate Credible Capacity
Based on the time-varying linear model describing ESS's output, a dynamic power flow method for active distribution network is proposed. Generally, dynamic power flow for transmission network has been commonly studied and applied in power and frequency coordinated adjustment between generation units when large disturbances occur. Different from that of transmission network, the proposed DPF method for ADN, under uncertain conditions in continuous time period, is essentially about system's operation trajectory tracking and analyzing the gradual changing of system's power flow distribution. Deterministic power flow results can be obtained by utilizing the proposed DPF method considering stochastic continuous variations of DERs. Therefore, a more accurate analysis of grid's status and characteristics can be derived. Based on DPF results, the value of credible capacity of DERs including intermittent wind power can be quantitatively estimated.
To evaluate credible capacity of DERs through DPF calculation, multiple operation scenarios have to be considered to cover as many stochastic variation situations as possible. As mentioned above, stochastic and continuous power injection of intermittent power resource leads to ADN's operation scenario variations under steady state. Dynamic operation scenario refers to all kinds of possible stochastic output of intermittent power resources. Irregular curves of output power of DERs share the similar fractal dimension in the same scale-free interval, according to fractal theory. Therefore, these dynamic operation scenarios are distinguished and categorized by the fractal dimension, namely the quantified irregularity of the curves of intermittent power injected.
Therefore, the multi-scenarios considered DPF method should be rapid in tracking random power fluctuations in real-time and continuously adjusts the output of ESS to allocates possible random disturbances. Rapid iteration is also needed to solve the DPF model. Formally, model of the multi-scenarios considered DPF method and its solutions are elaborated below.
Real time measurement data of load's active and reactive power, together with wind active power, can be taken into the node power imbalance equations as expressed in Equation (14) .
Here, P iW stands for wind active power at node i. P iL and Q iL stand for load's active and reactive power. P iESS is the output of ESS which is defined in Equation (11) . The slack node of the system is excluded in Equation (14) . U stands for node voltage amplitude. Q iW stands for the reactive power output of asynchronous wind generator, which is considered as PQV node that the node voltage must Energies 2017, 10, 1104 9 of 24 be maintained to a certain stable level while its active and reactive power are given. It depends on node voltage, inherent parameters and active power. It is determined by Equations (15) and (16) .
Here, P W is active power output, δ stands for power factor. R for rotor resistance, X m for exciter reactance, and X σ for the sum of stator reactance and rotor reactance. Slip ratio s can be determined by Equation (16) . Due to the limitation of total penetration rate, there is less occurrence possibility of massive reactive power deviation and voltage instability compared with transmission network. Auxiliary measures of voltage regulation and reactive power compensation can also improve the voltage quality. Thus, the DPF method here neglects voltage issues.
Therefore, the multi-scenarios considered DPF model is given above.
The classical Newton-Raphson method can be used. However, it is too complicated to calculate the partial derivative of the voltage amplitude of wind power integrated node. PQV node is considered as normal PQ node when solving the multi-scenarios considered DPF model and neglects the relation between node voltage and reactive power of wind power. Thus, the Jacobian matrix is identical to the traditional Newton-Raphson method.
Since voltage difference of adjacent nodes is small in distribution network, and very few grounding branches exist, the Jacobian matrix is simplified by omitting sinusoidal components in the matrix, as shown in Equation (17) .
The total network active power loss can be calculated according to Equation (5) with the obtained node voltages and phase angles after each iteration.
The solving of power loss of large number of branches and accumulation cost many computational resources, making the calculation process of Equation (5) too complex. A simplified solution to active power loss is developed.
According to the DPF result, the system moves to new steady point each time in a continuous time process. Thus, the discrete sequence of each node's voltage and phase angle can be derived as well as the amount of changes compared to the last balanced state.
For the system's state variables of node voltage and phase angle that are to be calculated by DPF, set U , omitting two order and higher terms. Equation (18) can be achieved.
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Here, ∆θ and ∆U/U stand for change quantity of each node's voltage and phase angle compared to the last balance state, rather than each step of corrections in the power flow iteration equation. The power loss factor vector X = [∆A, ∆B] can be achieved by calculating Equation (19) .
The difference of angles between adjacent nodes in distribution network is usually very small. The value of ∆A in Equation (19) is considered zero. Thus, the network power loss of the next steady state can be achieved by Equation (20) , avoiding a large number of cumulative operations.
Thus, based on the classical Newton-Raphson method, simplified Jacobian matrix and improved way to calculate system's active power loss are adopted to solve the multi-scenarios considered DPF model.
The proposed multi-scenarios considered DPF method is crucial to the credible capacity index. Thus, the algorithm has to be robust enough and follow the possible rapid changes of variables in every step of computation and iteration. Simplified Jacobi matrix and improved method to calculated system's active power loss are used to meet the requirements of online analysis.
Besides, the network loss variation between two adjacent steady states is given below in Equation (21) , according to Equation (20) .
Thus, the system's overall active loss variation that the system reaches a steady state each time can be calculated. This forms a discrete numeric sequence. Statistical analysis can be made on this sequence of system active power loss variations, and variations' average value ∆P loss can be statistically calculated. Therefore, P loss , the average value of network's active power loss, can be calculated through Equation (22) , in which P t 0 loss means the network active loss at the initial steady state. This significantly simplifies the computing complexity of Equation (6) and contributes to the calculation of credible capacity.
In summary, by utilizing the proposed tracking factors and the DPF method, system's power flow in a continuous time period can be obtained reflecting the system operation in stochastic dynamic scenarios. Credible capacity index reliably estimating output of DERs can also be evaluated.
Therefore, it can be concluded that the credible capacity index has much to do with the practical operation and depends on the operation scenarios which is crucially important. Different operation scenarios may result to quite different values of credible capacity. Thus, based on abundant basic operation scenarios and wind power background data, the value of credible capacity index can be accurate enough to represent its true value.
Case Study
An ADN case at a voltage level of 10 kV is selected. The network consists of four feeders that origin from three substations. There exists up to six interconnection switches, as shown in Figure 3. abundant basic operation scenarios and wind power background data, the value of credible capacity index can be accurate enough to represent its true value.
An ADN case at a voltage level of 10 kV is selected. The network consists of four feeders that origin from three substations. There exists up to six interconnection switches, as shown in Figure 3 . The case network contains 32 nodes, 26 loads and with several DERs integrated. In Figure 3 , numbered "WG" represents distributed wind generators with small capacity. ESSs all refer to sodium-sulfhur battery (NAS) energy storage systems in this work, and are generally connected to critical grid nodes with heavy loads, intermittent power resources and of high node betweenness. Since instantaneous active power adjustments of ESS with stochastic directions are needed according to the scenario variations and tracking indicators, the ESS configured in the case network are power density typed energy storage. Electrical specifications of these DERs are given in Table 1 . Besides, the superior and inferior limitations of the controllable and dispatchable ESS's state of charge (SOC) are set to be 95% and 10%. A simple scenario is firstly used to verify the effectiveness of the proposed DPF method, which is vitally important to the credible capacity index. In this scenario, all loads remain unchanged. Wind generations are calculated with commonly used active power output model based on The case network contains 32 nodes, 26 loads and with several DERs integrated. In Figure 3 , numbered "WG" represents distributed wind generators with small capacity. ESSs all refer to sodium-sulfhur battery (NAS) energy storage systems in this work, and are generally connected to critical grid nodes with heavy loads, intermittent power resources and of high node betweenness. Since instantaneous active power adjustments of ESS with stochastic directions are needed according to the scenario variations and tracking indicators, the ESS configured in the case network are power density typed energy storage. Electrical specifications of these DERs are given in Table 1 . Besides, the superior and inferior limitations of the controllable and dispatchable ESS's state of charge (SOC) are set to be 95% and 10%. A simple scenario is firstly used to verify the effectiveness of the proposed DPF method, which is vitally important to the credible capacity index. In this scenario, all loads remain unchanged. Wind generations are calculated with commonly used active power output model based on meteorological wind speed data with public access, which can be downloaded on the website of the Earth System Research Laboratory (ESRL) that is affiliated to the National Oceanic and Atmospheric Administration (NOAA) of U.S. Department of Commerce [46] . The recorded meteorological in a typical week, which were collected from different monitoring stations without correlations, are used as input data to calculate active power output of WGs in this ADN case. It is shown in Figure 4 . meteorological wind speed data with public access, which can be downloaded on the website of the Earth System Research Laboratory (ESRL) that is affiliated to the National Oceanic and Atmospheric Administration (NOAA) of U.S. Department of Commerce [46] . The recorded meteorological in a typical week, which were collected from different monitoring stations without correlations, are used as input data to calculate active power output of WGs in this ADN case. It is shown in Figure 4 . As shown in Figure 4 , wind generations in the hourly interval of (48, 56) are selected as input to be substituted into the proposed DPF model. The initial states of charge of all the energy storage devices are set to be 50%. Except for node voltage and branch line power flows, SOC curves of the four ESSs in 8 h can also be achieved, as shown in Figure 5 . As shown in Figure 4 , wind generations in the hourly interval of (48, 56) are selected as input to be substituted into the proposed DPF model. The initial states of charge of all the energy storage devices are set to be 50%. Except for node voltage and branch line power flows, SOC curves of the four ESSs in 8 h can also be achieved, as shown in Figure 5 .
meteorological wind speed data with public access, which can be downloaded on the website of the Earth System Research Laboratory (ESRL) that is affiliated to the National Oceanic and Atmospheric Administration (NOAA) of U.S. Department of Commerce [46] . The recorded meteorological in a typical week, which were collected from different monitoring stations without correlations, are used as input data to calculate active power output of WGs in this ADN case. It is shown in Figure 4 . As shown in Figure 4 , wind generations in the hourly interval of (48, 56) are selected as input to be substituted into the proposed DPF model. The initial states of charge of all the energy storage devices are set to be 50%. Except for node voltage and branch line power flows, SOC curves of the four ESSs in 8 h can also be achieved, as shown in Figure 5 . Further investigations are carried out. According to the fractal characteristic, wind generation's background data chosen from different seasons of the year that apparently represent different scale free intervals and scenarios with different fractal dimensions are used. As shown in Figure 6 , in this study case of the selected ADN network, active power output of the three intermittent wind generations is given according to basic meteorological data in reference [46] . Further investigations are carried out. According to the fractal characteristic, wind generation's background data chosen from different seasons of the year that apparently represent different scale free intervals and scenarios with different fractal dimensions are used. As shown in Figure 6 , in this study case of the selected ADN network, active power output of the three intermittent wind generations is given according to basic meteorological data in reference [46] . As a topological invariant and a key feature of nonlinear dynamics system, fractal dimension can be calculated within a scale-free interval to quantitatively describe the irregularity [41] . If a complete graph is divided into many parts with the same size and shape, the definition of the most commonly used Hausdorff Dimension is given below [42] . 
Here, ( ) N r means the number of small parts, and r stands for the times that the original graph is larger than the smaller parts.
Due to differences on climate and other factors between each season, there must exist different scale-free intervals on the time continuous curves. Based on Equation (23) and the output curves of each WG power resources in Figure 6 , some scale-free intervals on the curve are identified by calculating the fractal dimension. These scale free intervals represent different operation scenarios with various volatilities and irregularities of injected power of DERs. Related intervals are also marked in Figure 6 . By utilizing the Hausdorff Dimension method, the value of fractal dimension of the studied curves as the input of DPF for credible capacity can be obtained, as shown in Table 2 . The value differs from time and locations, but this reveals important indications. As a topological invariant and a key feature of nonlinear dynamics system, fractal dimension can be calculated within a scale-free interval to quantitatively describe the irregularity [41] . If a complete graph is divided into many parts with the same size and shape, the definition of the most commonly used Hausdorff Dimension is given below [42] .
In N(r)/In (1/r) (23) Here, N(r) means the number of small parts, and r stands for the times that the original graph is larger than the smaller parts.
Due to differences on climate and other factors between each season, there must exist different scale-free intervals on the time continuous curves. Based on Equation (23) and the output curves of each WG power resources in Figure 6 , some scale-free intervals on the curve are identified by calculating the fractal dimension. These scale free intervals represent different operation scenarios with various volatilities and irregularities of injected power of DERs. Related intervals are also marked in Figure 6 . By utilizing the Hausdorff Dimension method, the value of fractal dimension of the studied curves as the input of DPF for credible capacity can be obtained, as shown in Table 2 . The value differs from time and locations, but this reveals important indications. On one the hand, the greater the value of fractal dimension is, the more irregular the geometry curve will be. A complete stochastic nonlinear system or a studying object deserves even larger fractal dimension of its key variables. However, the closer the value of the fractal dimension is to 1, the smoother the curve and more deterministic of its variation trend will be.
On the other hand, as a key feature of fractals that has been theoretically studied and demonstrated, self-similarity in the same scale-free interval as shown in the subplot of Figure 6 has been proven. It usually shares similar fractal dimension value in this interval, for example in one month. It means wind power generations of different time scale such as seconds or minutes can also represent power variations at hourly levels in the same scale-free interval. Therefore, each WG power resource's basic generation data of minute time scale is extracted from each scenario on the curves, for further DPF calculation and credible capacity evaluation.
Specifically, for each scenario that corresponds to each scale-free interval, several groups of stochastic wind generation data are selected to form as many multiple operation sub-scenarios as possible. To examine the influence of operation scenario's time duration on the value of credible capacity index, each group also contains data with different time periods varying from 5 min to 15 min. Namely, stochastic generation data fragments with various length of time periods are extracted from the same numbered scenarios of WG power resources to make up the overall operation scenarios.
Thus, based on the selected study case network and groups of stochastic wind generation data in three scenarios, the computation results of Equations (4) and (6) , which are obtained by the proposed multi-scenario considered DPF method, and credible capacity value, which is calculated through Equation (3), are shown in Tables 3 and 4 . Interval distribution and main statistical feature of credible capacity value are analyzed based on the groups of discrete data, as shown in Table 4 . First, a scatter plot is shown in Figure 7 . The values of credible capacity representing different scenarios of scale free intervals are marked in different colors. The size of bubble represents the time length of the scenario. It can be derived from the figure that the scatters with a larger size are generally closer to each other than those with a smaller size. This denotes that the values of credible capacity based on operation scenarios with longer time have higher accuracy. Besides, the value of credible capacity based on different operation scenarios with background data may differ from each other and fall into different categories. Secondly, powered by the JMP statistical analyzing software (version 10.0.0, a production of the SAS Institute Inc., Cary, NC, USA), as shown in Figure 8 , one-way analysis of variance (ANOVA) of credible capacity's value from Table 4 is given. Significance level α is set to be 0.05. Solid Lines marked with green form the confidence interval of each group of data with a probability of 95%. The solid line connecting the average value of each group shows the trend line. Detailed critical indexes such as upper and lower limits of 95% confidence interval are given in Table 5 , which are provided by ANOVA. As can be seen in the figure and table, correlations between each group of discrete data are not evident. Some of the standard deviations are intolerable. Thus, neither of these indexes can yet truly represent the true value of credible capacity with the minimum error. Secondly, powered by the JMP statistical analyzing software (version 10.0.0, a production of the SAS Institute Inc., Cary, NC, USA), as shown in Figure 8 , one-way analysis of variance (ANOVA) of credible capacity's value from Table 4 is given. Significance level α is set to be 0.05. Solid Lines marked with green form the confidence interval of each group of data with a probability of 95%. The solid line connecting the average value of each group shows the trend line. Detailed critical indexes such as upper and lower limits of 95% confidence interval are given in Table 5 , which are provided by ANOVA. As can be seen in the figure and table, correlations between each group of discrete data are not evident. Some of the standard deviations are intolerable. Thus, neither of these indexes can yet truly represent the true value of credible capacity with the minimum error. Secondly, powered by the JMP statistical analyzing software (version 10.0.0, a production of the SAS Institute Inc., Cary, NC, USA), as shown in Figure 8 , one-way analysis of variance (ANOVA) of credible capacity's value from Table 4 is given. Significance level α is set to be 0.05. Solid Lines marked with green form the confidence interval of each group of data with a probability of 95%. The solid line connecting the average value of each group shows the trend line. Detailed critical indexes such as upper and lower limits of 95% confidence interval are given in Table 5 , which are provided by ANOVA. As can be seen in the figure and table, correlations between each group of discrete data are not evident. Some of the standard deviations are intolerable. Thus, neither of these indexes can yet truly represent the true value of credible capacity with the minimum error. What is not known is the distribution law in one-dimensional interval of credible capacity value in Table 4 , which is derived from DPF results of complete stochastic different scenarios. The kernel density estimation method is adopted as an approach of non-parametric estimation to calculate probability density function of credible capacity value's distribution in the numerical interval of (750, 1050). The values of credible capacity are divided into four groups, calculated based on the scenarios with the same length of time period. Thus, the four probability density curves of the occurrence of credible capacity in this numerical interval are given in Figure 9 , where dash lines marked in different colors. In addition, the whole sample being comprised of 72 individual values is also considered, of which the comprehensive probability density curve is plotted and marked in black solid line by MATLAB. In Figure 9 , it can be seen that probability distribution of data in each group apparently differs from each other. Neither of these distributions belongs to standard normal distribution because of the prominent irregularities. In the scatter plot of Figure 7 , the value of credible capacity with larger size based on operation scenarios with longer time are closer to each other. This denotes higher accuracy. With this taken into account, weighted processed credible capacity values based on Table 4 are obtained to achieve the probability density distribution. As shown in Figure 10 , a simple comparison in probability density of weighted credible capacity and value from Table 4 without weight coefficient is given. Credible capacity value in groups with longer time periods are assigned larger weights. This will be more reasonable and instructive. In Figure 10 , it can be seen that the point with the maximum occurrence probability on weighted processed probability density curve is more likely to happen.
Therefore, the value with the maximum occurrence probability according to the weighted whole sample can be figured out by kernel density estimation method. Namely, 910.23 kW is decided as the final credible capacity value for this study case network. The interval estimation of credible capacity with different distribution probability levels based on the weighted whole sample's probability density curve in Figure 10 according to Equation (1) is given in Table 6 . In this offline computing and analyzing process for calculating credible capacity, large computation is necessary. Considering this, statistical analysis or big data analytic method such as clustering can be used. The adoption of these more effective tools will be more appropriate to analyze numerous scenarios and larger samples, which can help lead to a more accurate result.
Obviously, the proposed method to evaluate credible capacity index of DERs cannot be directly compared with those classic probability methods in many aspects such as computation costs, complexity and efficiency, since they are completely different. As seen from the analysis above, it is certain that the deterministic credible capacity index surely reflects the operation situation and better improves the availability of grid analysis for optimization and control, when compared with that of probability methods in tackling with uncertainties and randomness.
Specifically, a simple case of grid extension planning applying the credible capacity of intermittent and controllable DERs is given, showing the improvements it brings.
Based on the study case ADN shown in Figure 3 , assuming that an extension planning in the same area is needed to supply future power load demand 10 years later, a new substation should be built and the maximum load power of the year covering this area is estimated. Detailed specifications of the planning goal are given in Table 7 . Up to three wind generators are planned to be integrated in the grid and the rated active power is 500 kW for each. The penetration rate of all integrated intermittent DGs are limited to be less than 25%. In this offline computing and analyzing process for calculating credible capacity, large computation is necessary. Considering this, statistical analysis or big data analytic method such as clustering can be used. The adoption of these more effective tools will be more appropriate to analyze numerous scenarios and larger samples, which can help lead to a more accurate result.
Based on the study case ADN shown in Figure 3 , assuming that an extension planning in the same area is needed to supply future power load demand 10 years later, a new substation should be built and the maximum load power of the year covering this area is estimated. Detailed specifications of the planning goal are given in Table 7 . Up to three wind generators are planned to be integrated in the grid and the rated active power is 500 kW for each. The penetration rate of all integrated intermittent DGs are limited to be less than 25%. Generally, to ensure safety and a complete consumption of intermittent DGs' active power, not only the feeders have to meet transmission capacity constraints according to the rated power of DG, but also the design of substation outlets loops should reserve enough security margin. However, things will be different when it comes to the evaluated credible capacity value of current network. The coordination effect with ESS enables the DERs incorporating intermittent wind power to provide a relatively reliable and credible active power output, which can be quantitatively described by the credible capacity. Therefore, the planning budget with two more energy storage systems added applying credible capacity is illustrated as below.
With all DERs integrated, according to the final credible capacity evaluation results provided by this paper, the extended planning network in this area possesses a credible capacity value of 910 kW. As a result, if the DERs integrated operate normally, the year's maximum load power that needs to be supplied by purchasing electricity from outside network declines to 5.39 MW. From an operation perspective, the year's economic savings in electricity purchasing will be a deterministic value based on credible capacity and DPF method proposed in this work, rather than applying probability power flow methods. The year's economic savings in electricity purchasing can be calculated through Equation (24) , in which P C (i) and Pr(i) represent the interval estimation result as shown in Table 6 , according to the probability density curve of weighted processed credible capacity value. C price stands for the unified purchasing price regardless of time-of-use price. The electricity purchasing economic savings F in one year is still a conservative estimate value as the actual active power output of DERs may not always be 910 kW in real time operation.
Therefore, according to electric power balance result when applying credible capacity that is illustrated above, expenditure reduction in planning stage can be evaluated as follows. A widely used genetic approach is adopted as the planning method to come up with this extension planning case, as the same with other planning methods in the literature.
Firstly, two main distribution transformers configured in the substation to be built can be an option of rated capacity of 8 MVA for each. Because the year's maximum load that needs to be supplied by purchasing electric power from transmission networks drops to 5.39 MW.
A more flexible grid structure is needed, which is designed with optimal shortest overall power supply path. It ought to help contribute to achieve minimal power losses and a balanced load distribution rate. These principles can be used to design a better planning case with intermittent power resources [47] .
Secondly, the number of 10 kV feeder loops is not necessarily as many as that of planning case without applying credible capacity when the same type of feeder is adopted. Connection modes can also be different. Thus, for the planning case without credible capacity, 10 kV feeder lines with a total length of up to 36.18 km are needed. For the planning case with reference to credible capacity, the 10 kV feeder lines required just need to be 27.44 km.
Besides, the total length of branch lines for the two cases are 4.26 km and 1.49 km, respectively. The number of interconnection switches that need to be configured for the planning case without applying credible capacity is seven. However, for the planning case with reference to credible capacity, the number is five, according to the changes in connection mode.
In addition, each of the ESS configured in the planning network has a rated capacity of 3200 kWh. Therefore, according to the above mentioned items and by quantitatively estimating them one by one, the investigation expenditure and operation cost of two planning cases under similar reliability levels, namely without applying credible capacity and with reference to credible capacity, are listed in Table 8 . Assume that the network load variations obey normal distribution. In summary, economic savings in the above compared aspects are achieved owing to the reduction in operation cost and investigation expenditure for security margin, when applying credible capacity evaluation of DERs. The economic savings are calculated and estimated with the same planning method been used in other literature. In Table 8 it can be concluded that the planning case with reference to credible capacity has remarkable advantages in expenditure and cost reduction, when compared with planning case without applying credible capacity.
As illustrated above, credible capacity index of DERs can not only more accurately estimate electricity balance and make purchasing plan from transmission network, but also contribute greatly to grid extension planning in investigation expenditure reduction. Thus, the Distribution System Operators (DSO) will surely benefit from the advantageous application of credible capacity. This demonstrates that the deterministic value of credible capacity is more advantageous than probability method. Above all, the most important thing is that the credible capacity index reveals an intrinsic nature characteristic of ADN in complex and time-varying operation scenarios. A reliably evaluated credible capacity value of DERs denotes the reliability and power supply sufficiency reinforcement. Thus, in addition to planning benefits, the value can also be used in static security and analyze reliability more accurately when stochastic intermittent power resources are integrated. The capacity of controllable ESS is embedded in this index, which can also help improve the effect optimal control.
Conclusions
For grid analysis issues with uncertainties, generally, distributed generations are firstly modeled in terms of stochastic variables and then adopted in probability power flow method to obtain the system's probability power flow distribution. In contrast, a credible capacity index incorporating intermittent distributed energy resources is defined. To solve this index, a novel dynamic power flow method considering multiple operation scenarios for active distribution network is proposed in this work. Specifically, the deterministic active power output of DERs is statistically calculated and evaluated based on the results of the proposed DPF method, according to multiple stochastic dynamic operation scenarios, which is better than predication or probability modeling. The effectiveness of the proposed credible capacity index and multi-scenarios considered DPF method are demonstrated through selected study case network and pre-established scenarios, which is categorized by fractal dimension. The definition of credible capacity and its solution method are proven to be feasible. The value of credible capacity, which is derived from DPF results of those operation scenarios on minute level, can represent its true value to some extent. Several groups of credible capacity values are given and analyzed in a scatter plot. ANOVA results of these discrete data are given, and the value with maximum occurrence probability on the probability density distribution curve is decided as the final credible capacity result.
In addition, the credible capacity of DERs incorporating intermittent distributed energy resources is applied to a grid extension planning case. Through the comparison of electricity purchasing budget calculation and investigation expenditure estimation in Table 8 , it demonstrates the significant cost reduction and technical advantages it can bring. This deterministic value also represents reliability and sufficiency reinforcement that the intermittent energy resources may have on the distribution grid for a secure power supply. It will help operation and control domain more accurately acquire the performance of intermittent DERs in active distribution network. Therefore, it is quite important for DSOs competing in electricity power market and can help them make better decisions. This may contribute to many issues such as static security and reliability analysis, real-time optimal control and so on, which can be further explored in future work.
the sum of active power output all DERs at specified time section t n−1
the sum of all loads at specified time section t P (t) SL , P (t) loss active power injection of slack bus, and network active power loss at specified time section t. P C credible capacity ∑ P iL the sum of each load node's average load active power within a specified time process P loss average value of network active power loss P SL average value of power injection of slack node β the required probability of occurrence of each discrete credible capacity value in the interval σ smooth factor that varies from different time scales
the current output power of wind power P ESS (t) the real time active power output of ESS P(t 0 ) the initial value of ESS k the slope of each line segment R c , R d charging and discharging rate E iESS the energy capacity of ESS ∆P i = P iW + P iESS − P iL − U i ∑ U j active power section in node power imbalance equations. P iW stands for wind active power at node i. P iL stand for load's active power. P iESS is the output of ESS. U stands for node voltage amplitude.
reactive power section in node power imbalance equations. Q iW stands for wind reactive power at node i. Q iL stand for load's reactive power. U stands for node voltage amplitude.
δ, R, X m , X δ , s δ stands for power factor. R for rotor resistance, X m for exciter reactance, X δ for the sum of stator reactance and rotor reactance of asynchronous generator. s for slip ratio ∆P (t) loss the network loss variation between two adjacent steady states P t 0 loss the network active loss at the initial steady state ∆P loss the power loss variations' average value D H the fractal dimension value based on Hausdorff Dimension method N(r), r the number of small parts, the times that the original graph is larger than the smaller parts F,C price electricity purchasing budget, unit price of purchasing electricity
